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1. ALL CONDUIT SHALL BE SCHEDULE 40
2. ALL BENDS SHALL BE 36" RADIUS
3. BLUE-TOP TO BE 4" ABOVE CURB OR SIDEWALK
4. SEE PROJECT DRAWING FOR CONDUIT SIZE AND QUANTITY
5. ABOVE GROUND J-BOLTS TO BE GROUTED AFTER INSTALLATION
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